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1. ALL WORK IS TO BE DONE IN A NEAT AND WORKMANLIKE MANNER USING
&CS%EBEA#(%ESTRADE PRACTICES AND INSTALLED ACCORDING TO MANUFACTURER'S
| | 2. PLUMBING IS SHOWN IN SCHEMATIC FORM. ROUTE AS REQUIRED FOR CLEARANCE
| P WITH STRUCTURAL CONDITIONS AND COORDINATE WITH OTHER TRADES FOR NEW
1\ — WORK.
= T — -
®7 - - - 4 4 1 -+ %QZM 3. (48) FORTY—EIGHT HOUR NOTICE SHALL BE GIVEN TO THE OWNER PRIOR TO
=) DISRUPTION OF UTILITIES OR SERVICES TO OR WITHIN THE BUILDING. SEE
. B - _ = e SPECIFICATION SECTION 01 00 00 GENERAL REQUIREMENTS.
i | 4. BREAK CONNECTIONS ARE REQUIRED AT ALL MAJOR EQUIPMENT AND ALL PIPING
ITEMS THAT REQUIRE REMOVAL FOR MAINTENANCE.
Q | 5. PIPE REDUCTIONS ON HORIZONTAL PIPING GOING FROM LARGER TO SMALLER SHALL
A4 - - : BE MADE WITH ECCENTRIC REDUCERS: TOP FLAT FOR LIQUID SYSTEMS. CONCENTRIC
REDUCERS MAY BE USED FOR FLOW GOING FROM SMALL TO LARGER SIZE PIPE.
6. FIRE SAFE ALL PIPE PENETRATIONS PER UL AT RATED WALLS.
@ - | 7. REFER TO DETAILS FOR ADDITIONAL INFORMATION,
- 8. NEW FLOOR/WALL/CEILING PENETRATIONS REQUIRED FOR PLUMBING INSTALLATION
SHALL BE CLEANLY BORED AT RIGHT ANGLES. AS NEW PIPING IS INSTALLED, NEW
v N PIPING PENETRATIONS SHALL BE NEATLY CAULKED TO FILL VOID. EXPOSED WALL
@ = 4 | \ )(_<3> | PENETRATIONS SHALL BE FINISHED WITH ESCUTCHEONS.

- | —A 9. CONNECTIONS BETWEEN NEW PIPING AND ALL FIXTURES SHALL TYPICALLY INCLUDE
| Y 1\ VACUUM BREAKERS, WATER HAMMER ARRESTORS, ETC. AS APPLICABLE BY CODE.
| I 4 K |\ 10. SANITARY WASTE PIPING SHALL BE SLOPED AT 1/4” PER FOOT MINIMUM FOR
| I.E.=693.39’—\ i \QI: 1.£.=690.79’ \))(—@ PIPING UNDER 4" AND 1/8” PER FOOT MINIMUM FOR PIPING 4” AND LARGER.

: | | | ] | & | 11. STORM PIPING SHALL BE SLOPED AT 1/8” PER FOOT MINIMUM.
| 6" ST —— e _— J,_ I\ \ - 12. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL COST ASSOCIATED WITH PERMITS,
s j_&_ A :“—:“——-‘:IW R R SR N METERS AND WATER MAIN TAPS.
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